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NetKey
Network Components

Keystone Cabling System

NetKey Modular Patch Panels

Part Numbers: NKPP48HDY, NKPPA48HDY

NKPP48HDY NKPPA48HDY
NOTE: NKP5E88M**, NK688M**, and NK6X88M** are NOT recommended.
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Module Installation
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Module Removal

Recommended cable routing
for patch cords.

Recommended cable routing
for terminated modules.

All cables should flow directly into vertical cable managers 
on the corresponding side of the Angled Panel.


