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Insulated Equipment Ground Kit 
Cat. No. EGS 12/EGC12 for ReliaGear® Lighting Panelboard 
Type RQ, RL and RE

Mounting Instructions
1.  Put barrier in place before mounting kit.
2.  Mount kit in holes in panelboard backwall using two #10

thread forming screws provided.
3.  Remove paper backing from the enclosed identification label

and place it in front of and adjacent to ground bar barrier.

Turned Edge of Panelboard Box

Identification LabelBarrier

Terminal Size

( 8 )  14-8 AWG CU
12-8 AWG AL
and

( 6 )  14-4 AWG CU
6-4 AWG AL 
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ABB Inc.
305 Gregson Drive
Cary, NC 27511 
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